0 a. Reactor building
i; i b. Turbine hall
i { c. Auxiliary building
(,,__ d. Diesel generator building
e, Pre-treatment building
f. 132kV electrical station
g. Cooling waterinlet
h. Discharge channel
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Spray head
Steam dryers
Steam separators

Control rod

Core

Control rod drives
Jet pumps

Main steam outlet

Cooling water inlet
Support skirt
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